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APPROXIMATE LOCATION OF EXISTING CONDUIT AND CONDUCTOR FROM BARREL BUILDING POWERHOUSE.

EXISTING CONDUIT AND CONDUCTOR FROM DOME 1 FEEDING DOME 2 AND 3.

EXISTING 2" CONDUIT FROM TRANSIT SHED FEEDING CONVEYOR DISCONNECT.

ED-101
A1

EXISTING BARREL BUILDING POWERHOUSE

EXISTING UTILITY METER BUILDING

1. ALL ELECTRICAL WORK SHALL CONFORM TO ALL STATE, LOCAL, AND NATIONAL ELECTRICAL CODES.

2. ELECTRICAL CHARACTERISTICS SHALL BE VERIFIED WITH EQUIPMENT MANUFACTURER.

3. ITEMS OF SPECIFIC MANUFACTURERS SHALL BE INSTALLED IN STRICT ACCORDANCE WITH
MANUFACTURER'S PRINTED INSTRUCTIONS AND/OR MANUFACTURER'S REPRESENTATIVE'S DIRECTIONS.

4. THE CONTRACTOR SHALL FIELD VERIFY ALL LOCATIONS AND DIMENSIONS SHOWN ON DRAWINGS

5. ALL CONDUIT AND WIRING SCHEDULES SHALL BE VERIFIED BEFORE INSTALLATION.

6. THE ELECTRICAL CONTRACTOR SHALL COORDINATE THE INSTALLATION OF ALL EQUIPMENT WITH OTHER
CONTRACTORS.

7. ALL AREAS DISTURBED BY WORK SHALL BE RESTORED TO A CONDITION EQUAL TO OR BETTER THAN
ORIGINAL AS DETERMINED BY THE ENGINEER.

8. THE CONTRACTOR SHALL PROVIDE RACEWAYS, WIRING, AND CONNECTIONS FOR ALL CONTROL CIRCUITS
AND INTERLOCK.

9. ALL ELECTRICAL CONDUIT AND CONDUCTORS DISCONNECTED AND NOT TO BE REUSED SHALL BE
REMOVED.

10. CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS BEFORE STARTING WORK. IF ONLY A
PORTION OF AN EXISTING CIRCUIT IS BEING REMOVED FOR DEMOLITION, CONTINUITY SHALL BE
MAINTAINED TO THE REST OF THE REMAINING CIRCUIT.

11. ALL BRANCH CIRCUIT CONDUCTORS SHALL BE #12AWG UNLESS OTHERWISE SHOWN.

12. ALL BRANCH CIRCUITS SHALL CONSIST OF 2 CONDUCTORS PLUS GROUND, UNLESS OTHERWISE SHOWN.

AC ABOVE COUNTER
ACCU AIR COOLED CONDENSING UNIT
AFF ABOVE FINISHED FLOOR
AFG ABOVE FINISHED GRADE
AU AT UNIT
BFG BELOW FINISHED GRADE
CDP CLOCK DISTRIBUTION PANEL
CH CHILLER
CLL CONTRACT LIMIT LINE
CT CURRENT TRANSFORMER
CTB CLOCK TERMINAL BOX
DP DISTRIBUTION PANEL
DPM DISTRIBUTION PANEL MAIN
EF EXHAUST FAN
EMT ELECTRIC METALLIC TUBING
EP EXPLOSION PROOF
FA FIRE ALARM
FACP FIRE ALARM CONTROL PANEL
FC FAN COIL
FD/SD FIRE DAMPER / SMOKE DETECTOR
GFI GROUND FAULT INTERRUPTER
GND GROUND
JB JUNCTION BOX
KA KILO AMP
KV KILO VOLT
KVA KILO VOLT AMP
KWHD KILOW WATT - HOUR DEMAND METER
LP LIGHTING PANEL
NC NORMALLY CLOSED
NEMA NATIONAL ELECTRICAL MANUFACTURERS ASSOCIATION
NO NORMALLY OPEN
PB PULL BOX
PF POWER FEED
PT POTENTIAL TRANSFORMER
PUV PANEL UNIT VENTILATOR
REM REMARKS
RGS RIGID GALVANIZED STEEL CONDUIT
UV UNIT VENTILATOR
VFD VARIABLE FREQUENCY DRIVE
WP WEATHER PROOF

UE

A

UNDERGROUND ELECTRIC

A

FUSED DISCONNECT SWITCH

BPS

S

METERM

DISCONNECT SWITCH (TICKS INDICATE NUMBER OF POLES)

CIRCUIT BREAKER (TICKS INDICATE NUMBER OF POLES)

GROUND

CONNECTION POINT OR CABLE SPLICE

TRANSFORMER

FUSED DISCONNECT SWITCH

BOLTED PRESSURE SWITCH w/FUSE

1'X4' LUMINAIRE, LETTER DENOTES TYPE, SEE LUMINAIRE SCHEDULE
NL = NIGHT LIGHT

SPECIAL RECEPTACLE

PANEL BOARD, REFER TO PANEL BOARD SCHEDULE

EXISTING WORK LINETYPE

DEMOLITION WORK LINETYPES

NEW WORK LINETYPE

SINGLE POLE SWITCH, UNLESS NOTATION INDICATES OTHERWISE.

ELECTRICAL SYMBOL LIST ELECTRICAL CONTROLS SYMBOL LIST

INDICATES WALL MOUNTED LUMINAIRE, LETTER DENOTES TYPE, SEE LUMINAIRE SCHEDULE

or
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SCALE:  1" = 40'-0"A2 SITE DEMOLITION PLAN

SCALE: NOT TO SCALEC1 ELECTRICAL GENERAL NOTES
SCALE: NOT TO SCALEC4 ELECTRICAL ABBREVIATIONS

SCALE: NOT TO SCALEC2 ELECTRICAL SYMBOLS

0 40' 80'



T-1

EXISTING PANEL TO BE DETACHED FROM STRUCTURE, PROVIDE
TEMPORARY SUPPORT AND PROTECT FROM DAMAGE DURING DEMOLITION.

EXISTING PULLBOX TO BE DETACHED FROM STRUCTURE,
PROVIDE TEMPORARY SUPPORT. PROTECT FROM DAMAGE
DUING DEMOLITION.

EXISTING TRANSFORMER TO BE REMOVED.

EXISTING PANEL TO BE REMOVED.

EXISTING RECEPTACLE TO BE REMOVED.

EXISTING RECEPTACLE TO
BE REMOVED, TYP. OF 3.

C4
ED-101

EXISTING 200A 480V 3P DISCONNECT TO BE PROTECTED AND RELOCATED.
DISCONNECT PROVIDES POWER TO MASABA CONVEYOR SYSTEM.
PROVIDE TEMPORARY SUPPORT FOR DISCONNECT DURING DEMOLITION OF STRUCTURE.

EXTERIOR FLOOD LIGHT TO BE REMOVED

REMOVE EXISTING LED FIXTURES
MOUNTED TO STRUCTURE, TYP OF 5.

REMOVE EXISTING SWITCHES

DEMOLITION NOTES:
1. REMOVE ALL LIGHTING AND CONVENIENCE POWER RECEPTACLES COMPLETELY BACK TO SOURCE.
2. ALL LED LIGHTING FIXTURES TO BE REMOVED AND RETURNED TO OWNER, DISPOSE OF FIXTURES IF OWNER PREFERS.
3. PROTECT EQUIPMENT TO REMAIN FROM DAMAGE.

CONDUIT TO DOME 2 AND 3 TO REMAIN

CONDUIT TO BARREL BUILDING POWER HOUSE TO REMAIN.

CONDUIT TO TRANSIT SHED TO REMAIN.
PROTECT DURING DEMOLITION OF STRUCTURE.

REMOVE EXISTING LED FIXTURE
MOUNTED TO CEILING STRUCTURE.
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SCALE:  1/2" = 1'-0"C4 DOME 1 SOUTH WALL ELECTRICAL SECTION

8'0 4' 16'

SCALE:  1/8" = 1'-0"A1 SITE DEMOLITION PLAN - Callout 1



PANEL PP-1
225A

60A

PANEL DP-1

480
120/240V

TX-?
7.5 KVA

60A PANEL __-?
30A

480
120/208V

T-1
9 KVA

PANEL SPP-1
35A20A

BARREL BUILDING POWER HOUSE

EASTERN ENTRANCE WALL OF DOME 1

PANEL PP-2
225A

480
120/208V

T-2
9 KVA

PANEL SPP-2
35A

20A

EASTERN ENTRANCE WALL OF DOME 2

PANEL PP-1
225A

480
120/208V

T-1
9 KVA

PANEL SPP-1
35A20A

EASTERN ENTRANCE WALL OF DOME 3

MAIN BREAKER

100A

PORTABLE CONVEYOR RECEPTACLES
ON WEST EXTERIOR OF BUILDING

75 HP MOTOR STARTER
FOR CONVEYOR #2

125 HP MOTOR STARTER
FOR CONVEYOR #1

800A

BARREL BUILDING SWITCHBOARD

PANEL __-?
100A

400A

400A BARREL
BUILDING

DISCONNECT

400A

400A TRANSIT SHED
DISCONNECT

600A

600A MAIN
DISCONNECT

DIGITAL METER
& CT CABINET

M

200A

200A RAIL POLE
PANEL DISCONNECT

100A ENCLOSED
CIRCUIT BREAKER

20A

480
120/240V

TX-?
7.5 KVA

DIGITAL METER
& CT CABINET

M

ELECTRICAL SERVICE SHED

GRAIN ELEVATOR & CONVEYOR #1

CONVEYOR #2

400A

400A TRANSIT SHED
DISCONNECT

TRANSIT SHED BUILDING

PANEL MDP

400A

70A

225A

400A MASABA
CONVEYOR

DISCONNECT
200A

200A MASABA
CONVEYOR

DISCONNECT

WESTERN WALL OF DOME 1

MASABA PORTABLE GRAIN CONVEYOR

PANEL LP-X

TYPICAL OF 8 LP-X PANELS
THROUGHOUT TRANSIT BUILDING

PANEL P-1
400A AREA TO BE AFFECTED

AREA TO BE AFFECTED
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EXISTING ONE-LINE
DEMOLITION PLAN
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SCALE: NOT TO SCALEA1 DEMOLITION ONE-LINE DIAGRAM

ONE-LINE PROVIDED FOR REFERENCE
NOTE AREAS TO BE AFFECTED
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